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1610.6.6 Intersecting drifts. When one snow
drift intersects another at an angle as shown in
Figure 1610.9, the unit snow load at any point
shall be not less than the greater of the unit loads
fromthetwo individua drifts, plusthe unit load of
the underlying uniform snow layer.

1610.7 Sliding snow from doped upper roofs:
Two cases of drift loading shall be considered for
roofswhich arelocated below upper doped roofs, as
shown in Figure 1610.10 and as follows:
(@) Casel Drift loading due to snow from the
upper roof computed in accordance with
780 CMR 1610.6.1, but without load from diding
snow (W, is the full width of the upper roof as
shown in Figure 1610.10.)
(b) Casell Drift loading due to snow from the
lower roof computed in accordance with
780 CMR 1610.6.1 and a diding snow surcharge
load as specified below and as shown in Figure
1610.10.

The maximum intensity of the diding snow load, Pys,
shall be:
=W (p,)
Ws
where W, and W; are defined in Figure 1610.10 and
the coefficient A is defined as follows:
(@) For roof surfaces of metal and date, and for
other roof surfaces smoother than mineral surfaced
roofing: If the angle of dope of the upper roof,
“a’, as shown in Figure 1610.10 is equal to or
greater than 15degrees(dope3.2in12), A=1.6;
if “a” is less than 15 degrees, A = 0 (no dliding
snow load).
(b) For roof surfaces of mineral surfaced roofing
or rougher surfaces:
If “a’ is equal to or greater than 25 degrees
(dope5.6in12), A =1.0;
if “a’ islessthan 25 degrees, A = 0.

Pas (Equation 18)

The value of Ws , the width of the diding snow
surcharge, shall be computed as follows:
(@) For “a’ lessthan or equal to 45 degrees,

Ws= hy (Equation 19)
or
Ws= % (Equation 20)
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on the low roof if proper snow guards are
provided onthe highroof. Inthiscase, the doping
roof with snow guards shall be designed for the
unit snow loads required for aflat roof.

1610.8 Snow pockets or wells: Account shall be
taken of the load effects of potentially excessive
snow accumulation in pockets or wells of roofs or
decks.

16109 Snow storage and collection areas:
Consideration of potentially excessive snow
accumulation shall be given to portions of structures
which may be designed or used as snow collection or
storage areas during and after snow removal
operations.

780 CMR 1611.0 WIND LOAD

1611.1 Wind load zones. The locations of wind
load zones are shown in the Figures 1611.1A,
1611.1B, 1611.1C maps. Zone 1 consists of the
Counties of Berkshire, Franklin, Hampshire and
Hampden; Zone 2 consists of the County of
Worcester; and Zone 3 consists of the Counties of
Essex, Middlesex, Suffolk, Norfolk, Plymouth,
Bristol, Barnstable, Dukes and Nantucket.

1611.2 Exposures. Exposure is defined as a
measure of terrain roughness and is classfied as
follows:

Exposure A: centers of large cities and very
rough, hilly terrain. Exposure A applies for
downtown areas only when the terrain for at least
one half mile upwind of the structure is heavily
built up, with at least 50% of the buildingsbeing in
excess of four stories, and when Exposure B
prevails beyond this boundary.

Exercise caution in using these reduced wind
pressures for buildings and structures on high
ground in the midst of cities or rough terrain.

Exposure B: suburban areas, towns, city
outskirts, wooded areas, and rolling terrain.
Exposure B applies only when the terrain for at
least one half mile upwind is a continuous urban
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1611.2.1 Special exposures. Consideration shall
be given to the application of a more severe Table 1611.3
exposure (e.g., Exposure C instead of Exposures

B or A) when the ground slope near the site of a Zone Vao (Mph)
structure changes abruptly, in order to account for 30 (MP
the resulting higher wind speeds near ground level. 1 70
2 80
1611.3 Reference wind velocities: The reference 3 %0
wind velocity for eachwind load zone isthe “fastest-

mile” wind velocity, in miles per hour, a 30 feet
about the ground ( 'V 3p) for Exposure C, asshownin
Table 1611.3:
Figure 1611.1A
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Charlemont Florida Holyoke Mount Washington Rowe Wales
Cheshire Gill Huntington New Ashford Russell Ware
Chester Goshen Lanesborough New Marlborough  Sandisfield Warwick
Chesterfield Granby Lee New Salem Savoy Washington

FIGURE 1611.1b
WIND LOAD MAP - ZONE 2
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Asburnham Hopedale Royalston
Athol Hubbardston Rutland
Auburn Lancaster Shrewsbury
Barre Leicester Southborough
Berlin Leominster Southbridge
Blackstone Lundenburg Spencer

Bolton Mendon Sterling
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Grafton
Harvard
Hardwick
Holden

Paxton
Petersham
Phillipston
Princeton

Westborough
Westminster
Winchedon
Worcester
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FIGURE 1611.1C
WIND LOAD MAP - ZONE 3
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Zone3
Abington Boston Cohasset Fall River Hingham Mansfield Nahant
Acton Boxborough Concord Falmouth Holbrook Marblehead Nantucket
Accushnet Boxford Danvers Foxborough Holliston Marion Natick
Amesbury Bourne Dartmouth Framingham Hopkinton Marlborough Needham

Andover Braintree Dedham Franklin Hudson Marshfield New Bedford
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Billerica Chilmark Fairhaven Haverhill
Pembroke Rehoboth Scituate Stow
Pepperell Revere Seekonk Sudbury
Plainville Rochester Sharon Swampscott
Plymouth Rockland Sherborn Swansea
Plympton Rockport Shirley Taunton
Provincetown Rowley Somerset Tewksbury
Quincy Salem Somerville Tisbury
Randolph Salisbury Stoneham Topsfield
Raynham Sandwich Stoughton Townsend
Reading Saugus

1611.4 Referencewind pressures. Reference wind
pressures for the various exposures and wind zones
are given in the following Table 1611.4. The
tabulated pressures are combined windward and
leeward pressures representing the overal effect of
the wind on essentialy rectangular structures, and
account for typical gust effects as found in ordinary
buildings. These pressures do not account for
buffeting or channeling caused by positions of nearby
structures, vortex shedding, or wind sengtive
dynamic properties of a particular structure.

1611.5 Wind loads on structures as a whole: All
buildings and enclosed or partidly enclosed
structures shall be designed to withstand atotal wind
load acting on the structure as awhole determined by
applying the appropriate reference wind pressures
given in Table 1611.4 or 1611.4a, to the vertical
projected area, normal to the wind direction of the
vertical surfaces of the structure, plusthe appropriate
wind forces on the roof as specified in 780 CMR
1611.8. Consideration shall be given to wind acting
inal directions.

1611.5.1  Simultaneous wind forces on
orthogonal sides. For structures which are
essentialy rectangular in plan, or whose plan shape
is made up of rectangular parts, only wind
directionsnormal to the sides of the structure need
be considered, provided that 0.7 times the effects
of the wind acting smultaneousy normal to

Manchester Milton Peabody
Truro Wellesley Westwood
Tyngsborough ~ Wellfleet Weymouth
Vineyard Haven Wenham Whitman
Wakefield W. Bridgewater ~ Wilmington
Walpole Westford Winchester
Waltham W. Newbury Winthrop
Wareham Weston Woburn
Watertown Westport Wrentham
Wayland W. Tisbury Y armouth

adjacent orthogonal sides shall also be considered
when it produces more severe effects in the
structural support system. Factors other than 0.7
may be used if substantiated by appropriate wind
tunnel tests.

1611.5.2 Wind force distribution: The totd
wind force on the vertical surfaces of a structure
prescribed in 780 CMR 1611.5 shall be distributed
6/10 to the windward surfaces (as a postive
pressure) and 4/10 to the leeward surfaces (as a
suction).  Other distributions may be used if
substantiated by appropriate wind tunnel tests.

1611.6 Vertical partsof structures: Vertical parts
of structures that are subjected directly to the wind,
and their local supporting elements, shall be designed
to resist the pressureslisted in Table 1611.6, normal
to the surface, inward or outward. The pressures
listed inthe table represent the combined internal and
external pressures. A local supporting element of a
vertical part subjected directly to the wind shall be
defined as awall assembly, a stud, a mullion, a girt,
or asimilar itemwhich distributes thewind load from
the vertical part to the principa structural system of
the structure.

TABLE 1611.4
REFERENCE WIND PRESSURE (POUNDS PER SQUARE FOOT)

Height Zonel Zone 2 Zone3
above grade Exposure Exposure Exposure
H (feef) N N N
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700 - 800 29 35 41 39 47 55 48 58 68
800 - 900 31 37 43 41 49 57 52 62 72
900 - 1000 33 39 45 44 52 59 55 65 74

See table 1611.1a for empirical wind pressure formulas
TABLE 1611.4a
EMPIRICAL WIND PRESSURE FORMULAS

Zonel Zone?2 Zone3
Exposure Exposure Exposure
A B C A B C A B C
p =30 p =236 p=42 p =40 p=48 p =56 p =50 p = 60 p=70
(h/800)0'55 (h/800)0'45 (h/800)0'35 (h/800)0'55 (h/800)0'45 (h/800)0'35 (h/800)0'55 (h/800)0'45 (h/800)0'35

Note a: Empirical wind pressure formulas may be used in lieu of the reference wind pressures in table 1611.1

TABLE 1611.6
WIND PRESSURES ON PARTS OF STRUCTURES
AND LOCAL SUPPORTING ELEMENTS

Required Design Pressures
Reference pressure of
Tributary wind load area of 780 CMR 16114
Location of applied part or local supporting 1 But not less | But need not be
wind pressure element multiplied by than greater than
Within salient corner area2 Any 17 20 psf 70 psf
Beyond salient corner area | Lessthan or equal to 200 sf 1.2 20 psf 50 psf
Beyond salient corner area Greater than 200 sf 0.8 15 psf 50 psf

Note 1: For partially enclosed structures, where any side is more than 35% open, add a factor of 0.3 to the
coefficients of this column of the table

Note 2: The salient corner shall be defined as the vertical surface located within a distance of 1/10 the least
width of the structure, but not more than ten feet, from a prominent (salient) corner.

TABLE 1611.8
EXTERNAL WIND PRESSURES ON ROOFS

External Wind Pressure - flat, gable, shed roofs (wind perpendicular to ridge)

Roof pitch Multiples of reference wind pressure of 780 CMR 1611.4
Degrees Rise/run Windward slope Leeward dope

Positive pressure Suction | Suction
0-20 Flat to 4/12 0.6 0.5
20-30 4/12to 7/12 0.2 0.5 0.5
30-40 7/12to 10/12 0.3 0.4 0.5
40-50 10/12 to 14/12 0.4 0.3 0.5
50-90 14/12 to vertical 0.6 0.5

External Wind Pressure - arch shaped roofs (wind perpendicular to ridge)
Multiples of reference wind pressure of 780 CMR 1611.4
Windward quarter Center half Leeward quarter
Riseto span ratio Positive pressure Suction Suction Suction
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1611.8 External wind pressures on roofs of
enclosed structures: Except as specified otherwise
in 780 CMR 1611.11, external wind pressures shall
be specified in Table 1611.8, or 780 CMR 1611.8.
Where both postive pressure and suction are
specified, the effects of each shall be evaluated.

1611.8.1 Roof shapes not specified: For roof

shapes not specified herein, external wind
1611.9 Internal wind pressures on roofs of
enclosed structures: Except as specified otherwise
in 780 CMR 1611.10, internal wind pressures shall
be 0.2 times the reference wind pressure given in
780 CMR 1611.4. The internal pressure shall be
applied asapositive pressure or asuction, whichever
givesthe greater structural effect when added to the
external pressure, for the design of each structural
component.

1611.10 Wind pressures on roofs over
nonenclosed or partially enclosed structures:
Except as specified otherwisein 780 CMR 1611.11,
wind pressures for roofs of partialy enclosed or
nonenclosed structures shall be as follows:
1. When a structure is partially enclosed, with
each side not more than 35% open, the wind
pressure shal be the same as for an enclosed
structure.
2. When a structure is partially enclosed, with
openings essentially all on one side, and when that
side is more than 35% open, external wind
pressure shall be as specified in Table 1611.4 or
Table 1611.4aand internal wind pressures shall be
as specified in 780 CMR 1611.9 except that the
value of internal wind pressure shall be equal to
0.5 times the reference wind pressure given in
Table 1611.3.
3. For dl other cases of partially enclosed
structures, or for nonenclosed structures, the
combined effect of the wind pressures above and
below roofs shall be equal to 1.25 timesthe values
specified in Table 1611.8 for the corresponding
roof shapes and wind directions.

1611.11 Wind pressuresfor parts of roofs. Parts
of roofs that are subject directly to the wind, and
their local supporting elements, shall be designed to

pressures shall be determined as specified in
780 CMR 1611.13 but the minimum suction effect
shall be equal to 0.6 times the reference wind
pressure of 780 CMR 1611.4.

gpecified in 780 CMR 1611.8 through 1611.10
and Table 1611.8.
A local supporting element of apart of aroof shal be
defined as a roof deck element, purlin, rafter, or
similar itemwhich distributes thewind load from the
roof part to the principal structural system of the
structure.

1611.12 Wind load on signs, towers, exposed
framing, tanks, stacks and chimneys. Signs,
towers, exposed framing, tanks, stacks, chimneys,
and similar structures, or parts thereof, shal be
designed for wind forces determined by applying
coefficients given for the applicable structure in
Tables 12 through 16 of ASCE-7 for the applicable
reference wind pressures given in Table 1611.4,
multiplied by 0.75.

1611.12.1 Shielding: Shielding effect of one
element by another shall not be considered when
the distance between them exceeds four timesthe
projected smallest dimensions of the windward
element.

1611.12.2 Signs. For open or solid outdoor signs
with ratios of dimensions with the limits stated
below, awind load applied uniformly over the area
of the sign and determined by the lesser of 1.2P on
the projected gross area within the outside
dimensions of the sign, or 1.6P on the net
projected area of the sign; whichever isless, may
be used in lieu of the loads given in ASCE 7,
where “P’ isthe reference wind pressure given in
Table 1611.4 for a height equal to the average
height of the sign above the ground.

1. Ground supported signs (whose bottom is

0.25 times the vertical height from the ground

to thetop of the sign): height to width ratio less
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wind tunnel tests may be combined with a detailed
statistical study of meteorological records, including
high level wind velocity and direction, from stations
near the proposed structure. The wind effects used
for design of the structure shall be not lessthan those
corresponding to an event having an annual
probability of occurrence of 0.01. In lieu of a
detailed statistical study of meteorological records,
the appropriate reference wind velocity stipulated in
780 CMR 1611.3 may be used.

1611.14.1 Anchorage, roofs and walls:  All
parts of a structure subjected directly to the wind
shall be anchored to the supporting structure, to
resist specified wind loadsinwardly or outwardly.

1611.14.2 Anchorage, structural system: The
design of the structural system and its elementsfor
uplift, overturning moment, or horizontal shear, or
their combination, shall provide anchorage
resstance required by the load combinations
specified in 780 CMR 1616.0

1611.15 Eccentricity of wind forces. Consderation
shall be given to the effects of specified wind forces
being applied eccentricaly to the center of rigidity of
astructure.

780 CMR 1612.0 EARTHQUAKE LOADS

1612.1 Purpose: 780 CMR 1612.0 presents criteria
for the design and construction of buildings and
structures subject to earthquake ground motions.
The purposes of 780 CMR 1612.0isto minimizethe
hazard to life to occupants of all buildings and non
building structures, to increase the expected
performance of higher occupancy structures as
compared to ordinary structures, and to improve the
capability of essential facilitiesto function during and
after an earthquake. Because of the complexity of
and the great number of variablesinvolved in seismic
design (e.g. the variability in ground motion, soil
types, dynamic characteristics of the structure,
material strength properties and construction
practices), 780 CMR 1612.0 presents only minimum
criteriain general terms. These minimum criteriaare
considered to be prudent and economically justified
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Thewind forces and pressures so determined, plusan
appropriate allowance for stack effects and internal
pressures may be used for the design of the structure
as awhole, and itsindividual parts. However, these
values of forces and pressures shall not be less than
.8 of the values required by 780 CMR 1611.5,
1611.7 and 1611.12, as applicable, for reference
wind pressures for Exposure A and the appropriate
wind zone specified in Table 1611.4.

1611.14 Uplift, overturning and dliding:

be economical. For ground motions larger than the
design levels, the intent of 780 CMR 1612.0 is that
there be alow likelihood of building collapse.

1612.2 General: Every building and structure shall
be designed and constructed to resist the effects of
earthquake motions determined in accordance with
this section. Additions and changes of occupancy to
existing buildings and structures shall be designed
and constructed to resist the effects of earthquake
motions determined in accordance with this section.
Specia structures, including but not limited to
vehicular bridges, transmission towers, industria
towers and equipment, piers and wharves, and
hydraulic structures shall be designed for earthquake
loads utilizing an approved, substantiated analysis.

Exceptions:

1. Detached one- and two-family dwellings are
exempt from the requirements of 780 CMR
1612.2.

2. Agricultura storage buildings which are
intended only for incidental human occupancy are
exempt fromtherequirements of 780 CMR 1612.2

1612.2.1 Additions to existing buildings: An
addition to an existing building shall be designed
and constructed in accordance with the
requirements of 780 CMR 34.

1612.2.2 Change of occupancy: Where achange
of occupancy occurs in an existing building, the
building shal conform to the provisions of
780 CMR 34.

1612.2.3 Seismic ground acceleration maps:
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developed based on ground motions which have a
90% probability of not being exceeded in 50 years.

1612.2.5 Seismic Hazard Exposure Groups:. All
buildings shall be assigned to one of the Seismic
Hazard Exposure Groups in accordance with
Table 1612.2.5.

1612.2.5.1 Multiple occupancies. Where a
building is occupied for two or more
occupancies not included in the same Seismic
Hazard Exposure Group, the building shall be
assigned the classification of the highest
Seismic Hazard Exposure Group occupancy.



780 CMR: STATE BOARD OF BUILDING REGULATIONS AND STANDARDS

Table 1612.2.5
SEISMIC HAZARD EXPOSURE GROUP

Seismic Hazard
Exposure Group type
and description

Nature of occupancy

Group | All occupancies except those listed
below

Group I 1. Use Group A in which more than

Seismic Hazard Expos- | 300 people congregate in one area.

ure Group |1 buildings
are those which have a
substantial public haz-
ard due to occupancy or
use,. including build-
ings containing any one
or more of the indicated
occupancies

2. Use Group E with an occupant load
greater than 250.

3. Use Group B used for college or
adult education with an occupant load
grater than 500.

4. Use Group I-2 with an occupant
load greater than 50, not having
surgery or emergency treatment
facilities.

5. UseGroup I-3

6. Power generating stations and other
public utility facilities not included in
Seismic Hazard Exposure Group 111

7. Any other occupancy with an
occupancy load greater than 5,000

Group I11

Seismic Hazard
Exposure Group 11
buildings are those hav-
ing essential facilities
which are required for
post-earthquake
recovery, including
buildings containing any
one ore more of the
indicated occupancies.

1. Fire, rescue and police stations

2. Use Group I-2 having surgery or
emergency treatment facilities.

3. Emergency preparedness centers

4. Post-earthquake recovery vehicle
garages.

5. Power-generating stations and other
utilities required as emergency
backup facilities.

6. Primary communcation facilities.

7. High toxic materials as defined by
780 CMR 307.0 where the quantify
of the material exceeds the exempt
amounts of 780 CMR 307.8

1612.2.6 Group |1l building protected access:
Where operational access to a Seismic Hazard
Exposure Group |11 building is required through
an adjacent building, the adjacent building shall
conform to the requirements for Group Il
buildings. Where operationa accessislessthanten
feet (30.48 m) fromthe interior lot line or another
building on the samelot, protection from potential
faling debris from adjacent property shall be
provided by the owner of the Seilsmic Hazard
Exposure Group |11 building.

1612.2.7 Seismic Performance Category: All
buildings shall be assigned a Seismic Performance

STRUCTURAL LOADS

used elseawhere in 780 CMR, have the meanings
shown herein.

Acceleration:
Effective peak: Coefficient Aa, in accordance
with 780 CMR 1612.2.3, for determining the
prescribed seismic forces.
Effective peak velocity-related: Coefficient Av,
in accordance with 780 CMR 1612.2.3, for
determining the prescribed seismic forces.

Base: The level a which the horizontal seismic
ground motions are considered to be imparted to
the building.

Base shear: Tota design lateral force or shear at the
base of the building.

Bay (part of a structure): The space between two
adjacent piersor mullionsor between two adjacent
lines of columns.

Design earthquake: The earthquake that produces
ground motions at the site under consideration
which has a 90% probability of not being exceeded
in 50 years.

Designated seismic systems. The seismic-resisting
system and those architectural, electrica and
mechanical systems and their components that
require special performance characteristics.

Diaphragm: A horizontal, or nearly horizontal,
portion of the seismic-resisting system, which is
designed to transmit seismic forcesto the vertical
elements of the seilsmic-resisting system.

Frame:

Braced: An essentialy vertical truss, or its
equivalent, of the concentric or eccentric type that
isprovided inaloadbearing wall, building frame or
dual systemto resist seismic forces.
Concentrically braced frame (CBF): A braced
frame in which the members are subjected
primarily to axial forces.

Eccentrically braced frame (EBF): A diagonally
braced stedl frame in which at least one end of
each brace frames into a beam a short distance
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the diagonal braces or between the diagonal
brace and the column face.

Link beam end web stiffeners. Vertical web
stiffeners placed on the sides of the web at the
diagonal brace end(s) of the link beam.

Link beam rotation angle: The angle between
the beam outside of the link beam and the link
beam occurring at a total story drift of the

deflection amplification factor (Cg) times the
elastic drift at the prescribed design forces. The
rotation angle is permitted to be computed
assuming the EBF bay is deformed as a rigid,
idedlly plastic mechanism.
I ntermediate moment frame: A frame in which
members and joints are capable of resisting forces
by flexure as well as along the axis of the
members. Intermediate moment frames of
reinforced concrete shal conform to 780 CMR
1903.3.2.
Ordinary moment frame: A frame in which
members and joints are capable of resisting forces
by flexure as well as along the axis of the
members.
Space frame: A structural system composed of
interconnected members, other than loadbearing
walls, that is capable of supporting vertical loads
and, if so designed, resist the seismic forces.
Special moment frame: A frame in which
members and joints are capable of resisting forces
by flexure as well as along the axis of the
members. Special moment frames shall conformto
the applicable requirements of 780 CMR 1903.0
or 2204.0.

Frame system:

Building: A structural system with an essentially
complete space frame providing support for
vertical loads. Seilsmic forceresistanceis provided
by shear walls or braced frames.

Dual: A structural system with an essentialy
complete space frame providing support for
vertical loads. A moment-resisting frame shall be
provided which shal be capable of resisting at
least 25% of the prescribed seismic forces. The
total seismic force resistance is provided by the
combination of the moment-resisting frame
together with shear walls or braced frames in

nrannrtinn tn thair ralativia riniditioc

Link beam intermediate web stiffener:
Vertical web stiffeners placed within the link
beam.

Inverted pendulum-typestructures Structuresthat
have a large portion of their mass concentrated
near the top and thus have essentially one degree
of freedom in horizontal trandation. The
structures are usually T-shaped with a single
column supporting the beams or dab at the top.

Light-framed wall with shear panels. Wood or
steel stud walls with finishes other than masonry
veneer. Loadbearing wall system: A structurd
system with loadbearing walls providing support
for al, or magor portions of, the vertical loads.
Shear walls or braced frames provide seismic force
resistance.

P-Delta effect: The secondary effect on shears and
moments of frame members due to the action of
the vertical loads induced by displacement of the
building frame resulting from lateral forces.

Reslient stablemounting system: A system
incorporating helical springs, air cushions, rubber-
in-shear mounts, fiber-in-shear mounts, or other
comparable approved systems. The force
displacement ratios are equal in the horizontal and
vertical directions

Restraining device: A device used to limit the
vertical or horizontal movement of the mounting
system due to earthquake motions.

Elagticc. A fixed restraining device that
incorporates an elastic element to reduce the
seismic forces transmitted to the structure due to
impact from the resilient mounting system.
Fixed: A nonyielding or rigid type of restraining
device.

Seismic activated: An interactive restraining
device that is activated by earthquake motion.

Seismic-resisting system: That part of the structural
system that has been considered in the design to
provide the required resistance to the seismic
forces prescribed herein.
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1612.4.1 Design Basis: The seismic analysisand
design procedures utilized in the design of
buildings and their structural components shall be
in accordance with the requirements of 780 CMR
1612.4. The design seismic forces and their

An alternate procedure using structural
concepts other than as specified in this section may
be used, if approved by the building offical, to
establish the design forces and their distribution.
Such an aternate procedure may be permitted
where evidenceis submitted to the building official
showing that equivalent ductility and energy
dissipation are provided, and the corresponding
internal forces and deformations in the structural
components are determined using a model
consistent with the approved procedure.

Individua structural members shall be designed
for the shear forces, axial forces and moments
determined in accordance with 780 CMR 1612.4.
Connections shall be designed to develop the
strength of the connected members or the analysis
force, whichever isless. The design story drift of
the building, calculated as specified herein, shall
not exceed the alowable story drift of 780 CMR
1612.4.8, when the building is subjected to the
design seismic forces.

A continuousload path, or paths, with adequate
strength and stiffness shall be provided to transfer
all forces from the point of application to the final
point of resistance. The foundation shall be
designed to resist the forces developed and shall
accomodate the movements imparted to the
building by the design ground motions. The
foundation design criteria shall account for the
dynamic nature of the seismic forces, the design
ground motions and the design basis for strength
and ductility of the structure.

Consideration shall be given to the manner in
which the earthquake lateral force, computed in
accordance with 780 CMR 1612.5 or 1612.6 will
be transmitted from the soil or rock to the
structure. Transmission of the lateral force will
occur through one or more of the following
foundation elements:

a. Lateral soil pressure against foundation

walls, footings, grade beams and pile caps;

b. Latera soil pressure against piles, piers or
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distribution over the height of the building shall be
in accordance with the procedures in 780 CMR
1612.5 or 1612.6. The corresponding internd
forcesin the structural components of the building
shall be determined using alinearly elastic model.

its ability to sustain static load will not be
impaired.

1612.4.2 Site coefficient: The value of the site
coefficient (S) shall be determined from Table
1612.4.1. Inlocationswhere the soil propertiesare
not known in sufficient detail to determine the
soil-profile type or where the soil profile does not
fit any of the four types indicated in Table
1612.4.1, asite coefficient (S) of 1.5 shall be used.
For determination of Site Coefficient, al soil and
rock below the fina ground surface shal be
considered.

When a structure is located on soil deposits
meeting the criteria for two or more dte
coefficient values, the largest applicable value shall
be used.
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Table1612.4.1
SITE COEFFICIENT

Soil-
profile
type

- b
Description &

Site
Coefficient
S

St

A profile consisting of:

Rock of Material Classes 1 through 4, or;
Rock of any characterigtic, either shale-
like or crystaline in nature, which has a
shear wave velocity greater than 2,500 feet
per second, or;

Stiff soil conditionswherethe soil depthis
less than 200 feet and the soil types
overlying rock are stable deposits of
westhered bedrock of Material Class 5;
denseto very densetill, gravel or sand and
gravel of Materials Classes 6 and 7; dense
to very dense sand of Material Classes 8
and 9; dense inorganic silt of Material
Class 9; dtiff to hard clay of Material
Class 10 with undrained shear strength of
2,000 pounds per square foot or greater,
or; compacted granular fills provided that
the fill soils are compacted throughout as
required in 780 CMR 1804.1

1.0

A soil profile meeting the requirementsfor

S; except the soil depth exceeds 200 feet;
or a soil profile which contains up to 40
feet of medium stiff clay (Material Class
10), with undrained shear strength of
1,000 pounds per square foot or greater;
or a soil profile which contains up to 40
feet of medium dense gravel, sand and/or
st (Material Classes 7 through 10), that is
not susceptible to liquefaction in
accordance with 780 CMR 1802.2

1.2

A soil profile containing 40 to 100 feet in
thickness of medium stiff clay (Material
Class 10) with undrained shear strength of
1,000 pounds per square foot or greater,
with or without intervening layers of
granular soils; or up to 40 feet of soft clay
(Material Class 10) with undrained shear
strength of less than 1,000 pounds per
sguare foot; or up to 40 feet of very loose
to loose gravel, sand or st (Materia
Classes 7 through 9); or up to 20 feet of
organic soil (Material Class 11) or loose
or soft fill which was not placed in
accordance with 780 CMR 1804.1

15

Sy

A soil profile containing more than 100
feet of medium stiff clay (Material Class
10) with undrained shear strength of 1,000
pounds per square foot or greater, with or
without intervening layers of granular
soils: or more than 40 feet of soft clav

20

b) See appendix G for guidance in selecting
Material Classes

1612.4.3 Sail-structure interaction: The design
base shear, story shears, overturning momentsand
deflections determined by the requirements of
780 CMR 1612.5 or 1612.6 are permitted to be
modified in accordance with approved procedures
which account for the effects of soil-structure
interaction.

1612.4.4 Structural framing systems: The basic
structural framing systems to be utilized are
indicated in Table 1612.4.4. Each type is
subdivided by the types of vertica structural
elements that will resist the design lateral forces.
The structural system utilized shal be in
accordance with the seismic performance category
and height limitationsindicated in Table 1612.4.4.
The appropriate response modification factor (R)
and the deflection amplification factor (Cgy)
indicated in Table 1612.4.4 shall be utilized in
determining the base shear and the design story
drift. Structural framing and seismic-resisting
systemswhich are not contained in Table 1612.4.4
shall be permitted if analysis and test data are
submitted that establish the dynamic characteristics
and demonstrate the lateral force resistance and
energy dissipation capacity to be equivalent to the
structural systems listed in Table 1612.4.4 for
equivalent response modification factor (R) values.

1612.4.4.1 Dual system: For adua system, the
moment frame shall be capable of resisting at
least 25% of the design seismic forces. The
total selsmic force resistance isto be provided
by the combination of the moment frame and
the selsmic-resisting elements in proportion to
their rigidities.

1612.4.4.2 Combinationsof framing systems.
Different structural framing systems are
permitted along the two orthogonal axes of the
building. Combinations of framing systems shall
comply with the requirements of 780 CMR
1612.4.4.2.1 and 1612.4.4.2.2

1612.4.4.2.1 Combination framingfactor (R): The
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1612.4.4.2.2 Combination framing detailing
requirements. The detailing requirements of
780 CMR 1612.4.7 required by the higher response
modification factor (R) shall apply to structural
components common to systems having different
response modification factors.

1612.4.4.3 Seismic Performance Category C:
The structural framing system for buildings
assigned to Seismic Performance Category C
shall comply with the building height and
structural system limitationsin Table 1612.4.4.

1612.4.4.4 Seismic Performance Category D:
The structura framing system for buildings
assigned to Seismic Performance Category D
shall comply with 780 CMR 1612.4.4.3 and the
additional provisions of 780 CMR 1612.4.4.

1612.4.4.4.1 Limited building height: Buildings
having a structural system of steel or cast-in-place
concrete-braced frames or shear wallsarelimited to a
height of 240 feet (73.15 m) where there are braced
frames or shear walls so arranged that braced frames
or shear walls in one plane resist not more than the

STRUCTURAL LOADS

following proportion of the seismic design force in
each direction, including torsional effects:
1. 60% where the braced frame or shear
walls are arranged only on the perimeter;
2. 40% where some of the braced frames
or shear walls are arranged on the
perimeter; or
3. 30% for other arrangements.

1612.4.4.4.2 Interaction effects: Moment-resisting
frames that are enclosed or adjoined by more rigid
elements not considered to be part of the seismic-
resisting system shall be designed so that the action
or failure of the enclosing or adjoining elements will
not impar the vertica load and seismic force-
resisting capability of the frame. The design shall
provide for the effect of these rigid elements on the
structural  system a  building deformations
corresponding to the design story drift (delta) as
determined in 780 CMR 1612.5.5.
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TABLE 1612.4.4®
Structural Systems

Basic Structural system Response Deflection

Modification Amplification

Seismic Resisting System Factor (R)  Factor (Cd)
1 Lpadbeari ng wall system 64 4
Light-framed walls with shear panels
Reinforced concrete shear walls 4% 4
Reinforced masonry shear walls 3% 3
Concentrically braced frames 3% 3%
Unreinforced masonry shear walls 1Ya 1Ya
Plain concrete shear walls 1Y, 1Y,
2. Building Frame System

Eccentrically braced frames, moment resisting

connections at columns away from link beam 8 4
Eccmtrically braced frames nonmoment-reﬂsting 7 4
connections at columns away from link beam
Light-framed walls with shear panels 7 45
Concentrically braced frames 5 45
Reinforced concrete shear walls 5% 5
Reinforced masonry shear walls 45 4
Unreinforced masonry shear walls 1v% 1v%
Plain concrete shear walls 2 2
3. Moment-resisting frame system
Special moment frames of steel 8 5%
Special moment frames of reinforced concrete 8 5%
Intermediate moment frames of reinforced concrete 5 4
Ordinary moment frames of steel 45 4
Ordinary moment frame of reinforced concrete 3 2%
4. Dual system with a special moment frame capable of
reﬂsting at least 25% of the prescribed sgismic forces 8 4
Eccentrically braced frames, moment-resisting
connections at columns away from link beam
Eccmtrically braced frames, nonmornent-reﬂsting 7 4
connections at columns away from link beam
Concentrically braced frames 6 5
Reinforced concrete shear walls 8 6Y2
Reinforced masonry shear walls 6% 5%
Wood-sheathed shear walls 8 5

5. Dual system with an intermediate moment frame of
reinforced concrete or an ordinary moment frame of steel
capable of resisting at least 25% of the prescribed
seismic forces

Concentrically braced frames 5 4,

Structural system limitations
and building height (feet)
limitations (see Note b)

Seismic Performace Category
C D
Not limited 160
Not limited 160
Not limited 160
Not limited 160
Not permitted Not permitted
Not permitted Not permitted
Not limited 160
Not limited 160
Not limited 160
Not limited 160
Not limited 160
Not limited 160
Not permitted Not permitted
Not permitted Not permitted
Not limted Not limited
Not limited Not limited
Not limited Not permitted
Not limited 160
Not permitted Not permitted
Not limited Not limited
Not limited Not limited
Not limited Not limited
Not limited Not limited
Not limited Not limited
Not limited Not limited
160

Not limited
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Notec. See 780 CMR 1612.4.4.4.1for description of building systemswhich are limited to buildings with aheight of 240
feet or less.
Noted. See 780 CMR 1612.4.4.5 for description of building systemswhich are limited to buildings with a height of 160
feet or less.

1612.4.4.3.3 Deformational compatibility:
Every structural component not included in
the seismic force-resisting system in the
direction under consideration shal be

Table 1612.4.5.1
PLAN STRUCTURAL IRREGULARITIES

designed to be adequate for the vertical load- Seismic
bearing capacity and the induced moments Performance
resulting from the design story drift (?) as reaularitvt A descrinti Resf:rct?”‘:ed Acatl_eg;'fy
determined in accordance with 780 CMR regu f'my .ypean _&”p'on on ppiication
1612.5.5 (see also 780 CMR 1612.4.8) 1 Torsona tmegler ';{a;k‘wg;r;"g
_ are rigid in relation to the
1612.4.4.4.4 Special moment frames. A vertical  structural  elementy 780 CMR
special moment frame that is utilized but not which resist the lateral seismic| 1612.4.7.4.2 D
required by Table1612.4.4 ispermittedtobe ~ forces.
dlSCOﬂtInL_JOUS and supported by am(_Jre n_gld Torsional irregularity shall bg 780 CMR Cand D
system with a |_0W9r response mOd'f'Cat'On considered to exist where thef 1612.5.3.1
factor (R) provided that the requirements of maxixmum story drift com-
780 CMR 1612.4.7.2.4and 1612.4.7.4.2 are puted, including accidental
met. Where a specidl moment frame is g’rrjcct’g;e ffangr/‘:rsee?gar?;xfshlf
requwe(_j by Table 1612.4.4, _the frame shall more than 1.2 times the averagd
be continuous to the foundation. of the story drifts a the two
ends of the structure.
1612.4.5 Building configuration: Buildingsshall 2 Re-entrant corners
be classified as regular or irregular based on the o
plan and vertical configuration. z'anct °°”f'g“{a“|f;‘3al ?f 3
ructure ana Its later orce-
. . . . resistin stem contain re{ 780 CMR D
1612.4.5.1 Planirregularity: B_undlngs having entramgco%r/ners where bothl 1612.4.7.4.2
one or more of the features listed in Table projections of the structure
1612.4.5.1 shall be designated as having plan beyond a re-entrant corner are
irregularity and shall comply with the gifeatﬂ_égagflfﬁg’ ;‘;utcft'irg'?z
rTe;ql;:welrgfth [ 2 ihe referenced code sections of th'e'ge’iv'sen' direction.
€ T 3 Diaphragm discontinuity
1612.4.5.2 Vertical irregularity: Buildings Diaphragms ~ with  abrupt
having one or more of the features listed in discontinuities or variations in
Table 1612.4.5.2 shall be designated ashaving  Siiness induding thosehaving 780CMI | D
. . . . cutout or open areas greaier
vertl_cal wregqlarlty and shall comply W!th the than 50% of the gross enclosed
requirementsin the referenced code sections of area of diaphragm, or changes
Table 1612.4.5.2. in effective dia-phragm stiffness
of more than 50% from one
Exceptions: sory to the next. |
1. Structural irregularitiesof Typelor2in 4 Out-of-plane vertical element
Table 1612.4.5.2 do not apply where the ~ °fsS
building story drlf_t ratio islessthan 130% of Discontinuities in a laterall 780 CMR D
the story drift ratio of the next story above. force-resistance path, such ag 1612.4.7.4.2
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Table 1612.4.5.2
VERTICAL STRUCTURAL
IRREGULARITIES

Irregularity type and description

1 Stiffness irregularity --- <oft]
sory.

A soft story isonein which the
lateral stiffnessislessthan 70%
of that inthe story above or less
than 80% of the average
stiffness of the three storieq
above.

2 Weight (mass) irregularity

Mass irregularity shall be
considered to exist where the
effective masss of any story i
more than 150% of the effective
mass of an adjacent story. A
roof that islighter than thefloor
below is not required to be
considered.

3 Vertical geometric irregularity

Vertical geometric irregularity
shal be considered to exist
where the horizontal dimen-
son of the lateral force-
resisting system in any story ig
more than 130% of that in an|
adjacent story.

4 In-plane discontinuity in ver-
tical lateral force-resisting ele-
ments.

An in-plane offset of the lateral
force-resisting elements greater|
than the length of thosg
elements.

5 Discontinuity in capacity ---
weak story

A weak story is one in which
the story lateral strength is lesy
than 80% of that in the story
above. Thestory strengthisthe
total strength of al seismidg
resisting elements sharing the
story shear for the direction
under consideration.

Referenced
Section

780 CMR
1612.4.6.2

780 CMR
1612.4.6.2

780 CMR
1612.4.6.2

780 CMR
1612.4.7.4.2

780 CMR
1612.4.7.2.4

Seismic
Performance
Category
Application

Cand D

response spectrum, is permitted, where approved
by the code official. The limitations on the base
shear in 780 CMR 1612.6 apply to dynamic moda
analysis. When this aternative is used, the site
specific response spectrum shall be considered in
the required peer review.

1612.4.6.1 Seismic Performance Category C:
Regular or irregular buildings assigned to
Category C shall be analyzed in accordance
with the proceduresin 780 CMR 1612.5.

1612.4.6.2 Seismic Performance Category D:
Buildings assigned to Seismic Performance
Category D shall be anayzed in accordance
with the referenced sections in Table
1612.4.6.2.

Table 1612.4.6.2
ANALYSISPROCEDURES FOR SEISMIC
PERFORMANCE CATEGORY D

Referenced
Section and
Building Description Procedures
1 Buildings designated as regular which| 780 CMR 1612.5
do not exceed 240 feet in height.
2 Buildings that have only vertica
irregularities of Type 1, 2 or 3intable
1612.4.5.2 and have a height exceeding
five stories or 65 feet, and all buildings|
exceeding 240 feet in height. 780 CMR 1612.6
3 All other buildingsdesignated ashaving| 780 CMR 1612.5
plan or vertical irregularities in or
accordance with tables 1612.4.5.1 and| 780 CMR 1612.6
1612.4.5.2

1612.4.7 Design, detailing requirements and
structural component load effects. The design
and detailing of structural components of the
seismic-resisting system shall comply with the
requirements of 780 CMR 1612.4. Foundation
design shall conform to the applicable
requirements of 780 CMR 18.

1612.4.7.1 Seismic Performance Category A:
The design and detailing of buildings assigned
to Seismic Performance Category A shall
comply with the requirements of 780 CMR
1612.4.7.1.
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(We) or 5% of the portion's weight.
whichever isgreater. For abuilding whichis
exempt from a full seismic anaysis by
780 CMR 1612.2 and is only required to
comply with 780 CMR 1612.4.7.1, the
building's main windforce-resisting systemin
accordance with 780 CMR 1611.0 shall be
deemed to bethe seismic-resisting system. A
positive connection for resisting a horizontal
force acting paralel to the member shall be
provided for each beam, girder or trussto its
support. The connection shal have a
minimum strength of 5% of the dead plus
live load reaction.

1612.4.7.1.2 Concrete or masonry wall
anchorage: Concrete and masonry walls
shall be anchored to the roof and all floors
that provide lateral support for thewall. The
anchorage shall provide a direct connection

STRUCTURAL LOADS

stresses into the structure. The edge
reinforcement shall extend into the body of
the wall or digphragm a distance sufficient to
develop the stress of the edge reinforcement
member.

1612.4.7.2.3 Orthogonal effects. Thedesign
seismic forces shall be applied separately, and
independently, in each of two orthogonal
directions.

1612.4.7.2.4 Discontinuities in vertical
system: Buildings with a discontinuity in
lateral capacity, vertical irregularity Type 5
as defined in Table 1612.4.5.2, shal not be
more than two stories or 30 feet (9.14 m) in
height where the "weak" story has a
calculated strength of less than 65% of the
storey above.

between the walls and the roof or floor
construction. Toe nailing or nails subject to
withdrawal forces is not permitted. Wood

Exception: Where the "weak" story is capable of
resisting a total seismic force equal to 75% of the
deflection application factor (Cd) times the design
force prescribed in 780 CMR 1612.5.

ledgers shall not be subjected to cross-grain
bending or cross-gran tenson. The
connections shall be capable of resisting a

lateral seismic force (Fp) in accordance with
either 780 CMR 1612.4.7.2.8 or 780 CMR
1612.7, for loadbearing and nonloadbearing
walls respectively, but not less than 1,000
times the effective peak velocity-related

acceleration (Ay) (pounds) per lineal foot of
wall. Walls shal be designed to resist
bending between anchors where the anchor
spacing exceeds four feet (1.22 m).

1612.4.7.2 Seismic Performance Category B:
Buildings assigned to Category B shall conform
to therequirementsof 780 CMR 1612.4.7.1 for
Category A and the requirements of 780 CMR
1612.4.7.2.

1612.4.7.2.1 Component Load Effects:
Seismic load effects on components shall be
detemined from the load analysis as required
by 780 CMR 1612.4.6, by other portions of
780 CMR 1612472 and bv 780 CMR

1612.4.7.2.5 Nonredundant systems. The
building design shall comply with 780 CMR
1604.2.

1612.4.7.2.6 Collector elements: Collector
elements shall be provided which are capable
of transferring the seismic forces originating
in other portions of the building to the
element providing the resistance to those
forces.

1612.4.7.2.7 Diaphragms:. The deflectionin
the plane of the diaphragm. as determined by
engineering analysis, shall not exceed the
allowable deflection of the attached elements.
Allowable deflection shall be that deflection
which will permit the attached element to
maintain its structural integrity under the
individual loading and continue to support
the prescribed loads.

FHoor and roof diaphragms shall be
designed to resist the following seismic
forces: a minimum force equal to 50% the
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these forces. Diaphragms shall have ties or
strutsto distribute the wall anchorage forces
into the diaphragm. Connections within
diaphragms, connections of diaphragms to
lateral load resisting elements, and
1612.4.7.2.8 Loadbearing walls: Exterior
and interior loadbearing walls and their
anchorage shall bc designed for aforce of the
effective peak velocity-related acceleration

(Ay) timesthe weight of wall, normal to the
surface, with aminimum force of 10% of the
weight of the wall. Interconnection of wall
elements and connections to supporting
framing systems shal have sufficient
ductility, rotational capacity or sufficient
strength to resist shrinkage, thermal changes
and differential foundation settlement where
combined with seismic forces. The
connections shal aso satisfy 780 CMR
1612.4.7.1.2

1612.4.7.2.9 Inverted pendulum-type
structures. Supporting columns or piers of
inverted pendulum-type structures shall be
designed for the bending moment calculated
at the base determined by the procedures
given in 780 CMR 1612.5 and shal vary
uniformly to a moment at the top equal to
one-half the calculated bending moment at
the base.

1612.4.7.2.10 Anchorageof Nonstructural
Systems.  When required by 780 CMR
1612.7, al portions or components of the
building shal be anchored for the seismic
force (Fp) prescribed therein.

1612.4.7.3 Seismic Performance Category C:
Buildings assigned to Category C shall conform
to therequirementsof 780 CMR 1612.4.7.2 for
Category B and the requirements of 780 CMR
1612.4.7.3.

1612.4.7.3.1 Plan irregularity: Buildings
that have plan structural irregularity Type 5
in Table 1612.4.5.1 shall be analyzed for the

critical load effect due to direction of
annlicatinn nf ceiamic farces Alternativelv

connections of collectors such as ties and
struts, to the diaphragm and vertical
elements, shall be postive connections,
mechanical or welded.

to therequirementsof 780 CMR 1612.4.7.3 for
Category C and to the requirements of
780 CMR 1612.4.7.4.

1612.4.7.4.1 Orthogonal load effects:
Buildings shall be designed for 100% of the
seismic forces for one direction plus a
simultaneous load of 30% of the seismic
forces for the perpendicular direction. The
load combination requiring the maximum
structural component strength shall be used.

Exception: Where amplified seismic load
effects of 780 CMR 1616.4 are used, the
building may be designed for the load effects
based on anayses in any two orthogonal
directions. Diaphragms and components of
the seismic-resisting system utilized in only
one of the two orthogonal directions are not
required to be designed for the combined
load effects.

1612.4.7.4.2 Plan or vertical irregularities.
For buildings having a plan irregularity of
Type 1, 2, 3or 4in Table 1612.4.5.1 or a
vertical irregularity of Type 4 in Table
1612.4.5.2, the design forces determined
from 780 CMR 1612.5 shall be increased
25% for connections of diaphragms to
vertical elements and to collectors and for
connections of collectors to the vertical
elements.

1612.4.7.4.3 Vertical seismic loads. The
vertical component of earthquake ground
motion shall be accounted for in the design
of horizontal cantilever and horizonta
prestressed  components. Horizontal
prestressed components shall be designed
for load combination #8 of 780 CMR
1616.3.1, including the amplified seismic
effects of 780 CMR 1616.4. Horizontd
cantilever structural components shall be
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total deflection of abuilding due to seismic design
forces shall not encroach onaninterior lot line. All
portions of the building shall be designed and
constructed to act as an integral unit in resisting
seismic forces unless separated structurally by a
distance sufficient to avoid contact causing
1612.4.9 Foundation wallsand retainingwalls
Exterior foundation walls and retaining walls shall
be designed to resist at least the superimposed
effects of the tota static lateral soil pressure,

STRUCTURAL LOADS

damage to the structural system of the building

under total deflection (dy) as determined by
780 CMR 1612.5.5.1.

partitions, ceilings and exterior,
wall systems which have been
designed to accomodate the
story drifts.

excluding the pressure caused by any temporary
surcharge, plus and earthquake force of

0.045Yt H? for horizontal backfill surface. Where

Y isthe total unit weight of the soil and H isthe
height of the wall measured as the difference in
elevation of finished ground surface (or floor) in
front of and behind the wall. Surchargeswhich are
applied over extended periods of time shall be
included inthe total static lateral soil pressure and
their earthgake lateral force shall be computed and

added to the force of 0.045Yt H? . The
earthquake force from the backfill shall be
distributed asan inversetriangle over the height of
the wall. The point of application of the earth-
guake force from an extended duration surcharge
shall be determined on an individual case basis. |If
the backfill consists of loose saturated granular
soil, consideration shall be given to the potential
increase in lateral pressure due to liquefaction of
the backfill during the seismic loading in
accordance with 780 CMR 1805.2. For use in
wall strength design, a load factor of 1.43 times
the earthquake force calculated above shal be

applied.

16125 Equivalent lateral force procedure:
780 CMR 1612.5 provides requirements for the
equivalent lateral force procedure of seismic analysis
of buildings. For purposes of analysis, the building is
considered to be fixed at the base. See 780 CMR
1612.4.6 for limitations on the applicability of this
procedure.

Table 1612.4.8
ALLOWABLE STORY DRIFT (?3) a

All other buildings 0.020 hey 0.015 hey 0.010 he

Notea: hgy isthe story height below level x

1612.5.1 Seismic base shear: The seismic base

shear (V) in agiven direction shal be determined

in accordance with the following formula:
V=CcW

where:

Cs = The seismic design coefficient determined in
accordance with 780 CMR 1612.5.1.1.

W = Thetota dead load and applicable portions
of other loads listed below:
1. For occupancies in Use Group S, a
minimum of 25% of the floor live load shall
be applicable.

Exception: Floor live load in public
garages and open parking structures is
not applicable.

2. Where partitions will be present, whether
or not partitions are shown on the
construction documents, the actual partition
weight or a minimum weight of 10 psf of
floor area, whichever is greater, shall be
applicable.

3. Tota operating weight of permanent
equipment.

4. Snow load reduction of 50% is
permitted.

1612.5.1.1 Calculation of seismic coefficient

(Cq): The seismic design coefficient (Cg) shall
be determined in accordance with the following

formulas;
19aA C
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T= The fundamental period of the building
determined in 780 CMR 1612.5.1.2.

A soil-structure interaction reduction is
permitted where determined from an approved
procedure. Alternatively, the seismic design

coefficient (Cg) is not required to be greater
than the following equation:
_25A,
Cs_ R
where:

Ag =The seismic coefficient representing the
effective peak acceleration as determined in
780 CMR 1612.2.3

R = The response modification factor in Table
1612.4.4

16125.1.2 Period determination: The
fundamental period (T), in seconds, of the
building, in the direction under consideration,
shall be established based on the structural
properties and deformational characteristics of

1612.5.1.2.1 Approximate fundamental

period (Tg): The approximate fundamental

period (T,), in seconds, shall be determined
from the following formula:
Ta=CrHy
where:

hn = The height (in feet) from the base to the
highest level of the building.

Cr=0.035 For moment-resisting frame
systems of steel which provide 100% of
the required lateral force resistance,
where the frame is not enclosed or
adjoined by more rigid components.

Ct= 0.03 For moment-resisting frame systems
of concrete which provide 100% of the
required lateral force resistance, where
the frame is not enclosed or adjoined by
more rigid components.

Ct = 0.03 For building frame systems with an
eccentrically braced steel frame or dud
systems with an eccentrically braced
frame.

Ct =0.02 For seismic-resisting systems with

the redsting elements in a properly
substantiated analysis. The fundamental period
(T) shall not exceed the product of the
coefficient for the upper limit on calculated

period (Cg) from Table 1612.5.1.2, and the
approximate fundamental period (Tg).
Alternatively, the fundamental period (T)

shal be determined from 780CMR
1612.5.1.2.1.

Table 1612.5.1.2
COEFFICIENT FOR UPPER LIMIT ON

CALCULATED PERIOD (Cy)

Av
Coefficient representing effective peak Ca
velocity related acceleration
0.12 16

frames are not enclosed or adjoined by more
rigid components tending to prevent the
frames from deflecting when subjected to
seismic forces. Such buildings shall not
exceed 12 stories in height and shall have a
story height of not less than ten feet (3048
mm).
T.=0.1IN
where:
N = Number of stories.

1612.5.2 Vertical distribution of seismic forces.

The latera force (Fy) induced at any level shall be
determined from the following formulas:

Fx=CwV
k
Co=
? wh
i=1
where:
Cyx = Vertical distribution factor
V = Tota design latera force or shear at the

base of the building
wi and wy = the portion of thetotal aravitv load of
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For buildings having a period between 0.5
and 2.5 seconds, k shal be 2 or shal be
determined by linear interoplation between 1
and 2.

1612.5.3 Horizontal shear distribution: The

seismic design story shear in any story (V) shal
be determined from the following formula:
Vyi=? Fi
where:
Fj =the portion of the seismic base shear (V)
induced at level i.

The seismic design story shear (Vyx) shal be
distributed to the various vertical elements of the
seismic-resisting system in the story under
consideration based on therelative lateral stiffness
of the verticd ressting elements and the

diaphragm.

1612.5.3.1 Torsion: The design shall include

the torsional moment (Mt) resulting from the

location of the building masses plus the
1612.5.4 Overturning: The building shall be
designed to resist overturning effects caused by
the seismic forces determined in 780 CMR
1612.5.2. At any story, the increment of
overturning moment in the story under
consideration shal be distributed to the various
vertical resisting elements in the same proportion
asthedistribution of the horizontal shearsto those
elements.

The overturning moments at level x (My) shall
be determined from the following formula:
Mx=2? Ei(h - h)
where:

Fi = The portion of the seismic base shear (V)
induced at level i.

hj and hy = The height (in feet) from the base to
level i or x.

t = 1.0for thetop ten stories;
0.8 for the 20th storv from the ton and

STRUCTURAL LOADS

accidental torsiona moments (Mtg) caused by
assumed displacement of the mass each way
from its actual location by a distance equal to
5% of the dimenson of the building
perpendicular to the direction of the applied
forces.

In buildings of Selsmic Performance
Categories C, D and E, where Type 1 torsional
irregularity exists as defined in Table
1612.4.5.1, the effects shall be accounted for by
increasing the accidental torsion at each level by

atorsional amplification factor (Ay) determined
from the following formula:
2
? 5 7

— A~ Y max

22247
where:
d max = the maximum displacment at level x.

dayg = the average of the displacments at the
extreme points of the structure at level x.

The torsional amplification factor (Ay) is not
required to exceed 3.0.

(My) with an overturning moment reduction factor
(t) of 0.75 for all building heights.

1612.5.5 Drift determination and P-deta
effects. Story driftsand, where required, member
forcesand moments dueto P-delta effects, shall be
determined in accordance with 780 CMR
1612.5.5.1 and 1612.5.5.2.

1612.5.5.1 Story drift determination: The

design story drift (?) shall be computed as the
difference of the deflections at the top and
bottom of the story under consideration. The
deflections of level x at the center of the mass

(dy) shall be determined in accordance with the
following formula:

?x: Cd?xe
where:
Cq=  The deflection amplification factor in
Table 1612.4.4.
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computed fundamental period (T) of the
building is not required to include the upper
bond limitation specified in 780 CMR
1612.5.1.2 when determining drift level seismic
design forces.

Where applicable, the design story drift (?)
shal be increased by the incremental factor
relating to the P-delta effects as determined in
780 CMR 1612.5.5.2.

1612.5.5.2 P-delta effects. P-delta effects on
story shears and moments, the resulting
member forces and moments, and the story
drifts induced by these effects are not required
to be considered where the stahility coefficient
(?), as determined by the following formula, is
egual to or lessthan 0.10:

?: PX_
Vsh9<Cd

where:

Py=  The total vertical design load at story
level x. In calculating the vertical design
load for the purpose of determining P-
delta effects, individual load factors are
not required to exceed 1.0.

?= The design story drift occurring

simultaneously with the story shear (V)

V4 = The seismic shear force between levelsx and
x-1.

hs = The story height below level x.

1612.6.1 General: The symbolsin this method of

analysis have the same meaning asthose for similar

termsused in 780 CMR 1612.5, with the subscript

"m" denoting quantities in the mth mode.

1612.6.2 M odeling: The building shal be modeled
as a system of masses lumped at the floor levels
with each mass having one degree of freedom;
lateral displacement in the direction under
consideration.

1612.6.3 Modes. The analysis shal include, for
each of two mutually perpendicular axes, at least
the lowest three modes of vibration, or all modes
of vibration with periods greater than 0.4 seconds,
or sufficient modes to include 90% of the

B N e e e e 1 O T I R L
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Cq=  The deflection amplification factor in
Table 1612.4.4

The stability coefficient (?) shall not exceed
?max determined as follows:

P e = 05 ?0.25
?

Cuq

where:

3= Theratio of shear demand to shear capacity
for the story between levels x and x-1. This
ratio is permitted to be considered as 1.0.

Where the stability coefficient (?) is greater

than 0.10 but less than or equal to ?max, the
incremental factor related to P-delta effects
shal be determined by rationa analysis. To
obtain the story drift for including the P-delta
effect, the design story drift determined in
780 CMR 1612.5.5.1 shal be multiplied by
1.0/(1-7?).

1612.6 Modal analysis procedure: 780 CMR
1612.6 provides required standards for the modal
analysis procedure of seismic analysis of buildings.
780 CMR 1612.4.6 specifies the limitations on the
applicability of this procedure.

1612.6.5 Modal base shear: The portion of the

base shear contributed by the m™ mode (V) shall
be determined from the following formula:

V= CnWn
where:

Cam= The moda seismic design coefficient
determined by the following formula.

Wm= The effective moda gravity load

determined by the following formula.

on F

’7’) Wi?im?
=1 ?
nWi .

?2221M

i=1

W=

where:
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Cm= 1.2A,S
RTH
where:
Ay =Seasmic coefficient representing the effective
peak velocity-related acceleration as
determined in 780 CMR 1612.2.3.

S= The coefficient for the soil-profile
characteristics of the site as determined
by Table 1612.4.1.

R= The response modification factor
determined from Table 1612.4.4.

Tm= The moda period of vibration, in
seconds, of the mth mode of the building.

The modal seismic design coefficient (Cgm) is not

required to exceed 2Y2 times the seismic
coefficient representing the effective peak

acceleration (Ag) divided by the response
modification factor (R).

Exceptions:
1. The limiting value of the modal seismic

design coefficient (Cgm) is not applicable to
Category D and E buildings with a period of
0.7 seconds or greater located on type S4 soils.
2. For buildings on soil-profile characteristics
S3 or Sy, the modal seismic design coefficient

(Cgm) for modes other than the fundamental
mode that have periodslessthan 0.3 secondsis
permitted to be determined by the following
formula:
_ A.(1.0+5.0T,)
Csn_

R
3. For buildings where any modal period of
vibration (T ) exceeds 4.0 seconds, the modal

seismic design coefficient (Cgm) for that mode
is permitted to be determined by the following
formula:

3AS

- RT®

sm

where:

N _ — Qaicminr ~naffiniant ronroacontina tha offantivia
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S= The coefficient for the soil profile
characteristics of the ste as determined by
Table 1612.4.1.

1612.6.6 Modal forces, deflections and drifts:

The modal force (Fxm) a each level shall be
determined by the following formulas:
Fxm: CVXme
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— Wx?xm
Cvxm_

? Wi?im
i=1
where:
Cyxm = The vertical distribution factor in the mt™
mode.

Vm= Thetota design lateral force or shear at
the base in the m™ mode.

wj and wy = The portion of the total gravity load
of the building (W) located or assigned to
level i or x.

xm = The displacement amplitude at the x"
level of the building when vibrating inthe
m" mode.

?%im= The displacement amplitude at the ith
level of the building when vibrating inthe
m" mode.

The modal deflection at each level (dyxm) shall be

determined by the following formulas:
? xm: Cd 9 xem

where:

Cd=The deflection amplification factor
determined from Table 1612.4.4.

dxem = The deflection of level x in the m" mode
at the center of the mass at level x
determined by an elastic analysis.

g= The acceleration due to gravity (feet per
second?).

Tm= The moda period of vibration, in
seconds, of the m™ mode of the building.

Fxm= The portion of the seismic base shear in
the m™ mode, induced at level x.

wy =The portion of the total gravity load of the

building (W) located or assigned to level
X.

Themodal drift inastory (?m) shall be computed

1612.6.8 Design values: The design value for the

modal base shear (Vt), each of the story shear,
moment and drift quantities, and the deflection at
each level shall be determined by combining their
modal values, obtained from 780 CMR 1612.6.6
and 1612.6.7. The combination shall be
determined by taking the square root of the sum of
the squares of each of the modal values (SRSS
method) or by using the Complete Quadratic
Combination (CQC) method. When the periods of
any two modes used in this analysis differ by less
than 25% the CQC method shall be used.

The base shear (V) utilizing the equivalent
lateral force procedure in 780 CMR 1612.5 shall
be calculated based on afundamental period of the
building (T), in seconds, of 1.2 times the
coefficient for the upper limit on the calculated

period (Cg) times the approximate fundamental
period of the building (Tg). Where the design

value for the modal base shear (V1) islessthanthe
calculated base shear (V) utilizing the equivalent
lateral force procedure, the design story shears,
moments, drifts and floor deflections shall be
multiplied by the following modification factor:
Vv
Vi
where:
V = The equivalent lateral force procedure base
shear, caculated in accordance with
780 CMR 1612.6 and 780 CMR 1612.5.
Vi= The moda base shear, caculated in
accordance with 780 CMR 1612.6

The model base shear (Vi) is not required to

exceed the base shear from the equivalent lateral
force procedure in 780 CMR 1612.5

1612.6.9 Horizontal shear distribution: The
distribution of horizontal shear shall be in
accordance with the requirements of 780 CMR
1612.5.3.

1612.6.10 Foundation overturning: The
foundation overturning moment at the foundation-
soil interface shall not be reduced by more than

aAaNn/s
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accordance with the provisonsof 780 CMR 1612.7.
Architectural, mechanical and electrical components
and systems in buildings assigned to Seismic Hazard
Perfrmance Category C, and are in Seismic Hazard
Exposure Group | and have a Performance Criteria
1. Individual  electrical and  mechanica
components which weigh more than 2,000 pounds
and are located more than 15 feet above the base
shall be designed in accordance with 780 CMR
1612.7.4.
2. Elevator components and systemsin buildings
assigned to Seismic Hazard Performance Category
C and are in Seismic Hazard Exposure Group |
buildings not more than 70 feet in height are
exempt from the requirements of 780 CMR
1612.7.

1612.7.1 Component force application: The
component seismic force shall be applied at the
center of gravity of the component
nonconcurrently in any horizontal direction.
Mechanical and electrica components and systems
shall be designed for a nonsimultaneous vertical
force of 33% of the horizontal force.

1612.7.2  Component  force transfer:
Components shall be attached such that the
component forces are transferred to the structural
system of the building. Component seismic
attachments shall be positive connections without
consideration of frictional resistance.

1612.7.3 Architectural component design:
Architectural components and their attachments

shal be desgned for seismic forces (Fp)

determined in accordance with the following

formula:

F p: Av Cc PWc

where:

Ay = The coefficient representing effective peak
velocity-related acceleration from 780 CMR
1612.2.3.

Cc = The seismic coefficient for architectural
components from Table 1612.7.3.

P= Performance criteria factor from Table
1612.7.3.

W, = The weight of the architectural component.

STRUCTURAL LOADS

Factor of 0.5, are exempt from the requirements of
780 CMR 1612.7.

Exceptions:

structural seismic-resisting system determined
in accordance with 780 CMR 1612.5.5.1 or in
accordance with 780 CMR 1612.6.6 and
1612.6.8. Architectural components shall be
designed for vertical deflection due to joint
rotation of cantilever structural members.

Exception: Architectural components having
a performance criteria factor of 0.5 shall be
designed for 50% of the design story drift.

1612.7.3.3 Ceilings. Provision shall be made
for the lateral support and interaction of other
architectural, mechanical and electrical systems
or components incorporated into the celling
which impose seismic forces into the celling
system.

Table 1612.7.3

ARCHITECTURAL COMPONENT SEISMIC
COEFFICIENT (C;) AND PERFORMANCE

CRITERIA FACTOR (P)®

Performance
Criteria
Factor (P)
Component seigmic Hazard
Seismic Exposure
Coefficient Group
Architectural Component (Co) | o m

Exterior nonloadbearing Wallsb 0.9 15 15 15

Interior nonloadbearing Wallsb,
Exit, stair and elevator
enclosures.

Other vertical shaft enclosures

Other nonloadbearing walls

Cantilever elements; parapets, 3.0 15 15 15

chimneys or stacks

Wall attachments 3.0 15 15 15

15 10 10 15
0.9 10 10 15
0.9 10 10 15

5 Veneer connections 3.0 0.7 10 10

Penthouses’ 0.6 07 10 10

Membrane fire protection 0.9 10 10 15
Ceilings
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Note c: The design seismic force for a penthouse
shall be the larger of the force determined in
accordance with 780 CMR 1612.7.3, this table and
the force determined in accordance with 780 CMR
1612.5 or 1612.6

1612.7.4 M echanical, electrical component and
system design: Mechanical, electrical components
and systems and ther attachments shall be

designed for seismic forces (Fp) determined in

accordance with the following formula:

P = Performance criteriafactor from1612.7.4(1).
a. = The attachment amplification factor determined

in accordance with Table 1612.7.4(2).

W = The operating weight of the mechanical,
electrical component or system.

Alternatively, the seismic forces (Fp) shall be
determined by a properly substantiated dynamic
analysis subject to approval.

Exception: Bracing of fire sprinkler systems
shal be permitted to be in accordance with
NFPA 13 listed in Appendix A.

Table 1612.7.4(1)
MECHANICAL, ELECTRICAL
COMPONENT AND SYSTEM SEISMIC
COEFFICIENT (Co) AND PERFORMANCE

CRITERIA FACTOR (P)®

Fo= A.C.Pa:W.
where:

Ay = The coefficient representing effective peak
velocity-related acceleration from 780 CMR
1612.2.3.

Cc=The seismic coefficient for mechanical,
electrical components and systems from
Table 1612.7.4(1).

5 Manufacturing and process 0.67 05 1.0 15

machinery
6 Pipe systems
Gas and high hazard piping 20 15 15 15
Fire suppression piping 20 15 15 15

Other pipe systems” 067 05 10 15

7 HVACductsd 0.67 05 1.0 15

8 Electrical panel board 0.67 05 1.0 15

9 Lighting fixtures® 067 05 10 15

Performance
Criteria Factor
(P)
Component Sesimic
or system Hazard
sgf?rryc Exposure
Mechanical, electrical component  <° icient Group
or system (Co) T
1 Fire protection equipment and 20 15 15 15
systems
2 Emergency or standby electrical 20 15 15 15
systems
3 Elevator drive, suspension 1.25 10 10 15

system and controller anchorage

4 Genera equipment
A. Boilers, furnaces,
incinerators, water heaters
and other equip-ment

Note a:
exceptions
Note b: Electrical conduit seismic restraints are not
required for any one of the following conditions
1. Conduit suspended by individual hangars 12
inches or less in length from the top of the conduit
to the supporting structure
2. Conduit which has less than
inside diameter
Note c: Seismic restraints are not required for any
one of the following conditions for other pipe
systems
1. Piping suspended by individual hangars 12
inches or less in length from the top of the pipe to
the supporting structure
2. Piping in boiler and mechanical rroms which
has less than 1¥iinches inside diameter.
3. Piping in other areas which has less than 2v2
inches inside diameter.
Note d: Seismic restraints are not required for any
one of the following conditions for HVAC ducts:
1. Ducts suspended by individual hangars 12
inches or less in length from the top of the duct to
the supporting structure
2. Ducts which have a cross-sectional area
less than 6 square feet.
Note e: Pendulum lighting fixtures sahll be designed

See 780 CMR 1612.7 for general

2Y2 inches

based on a component seismic coefficient (C¢) of
1.5. The vertical supportshall be designed with a
factor of safety of 4.0
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L< 0.6 or L> 1.42
T T 1.0
Ter060r 17214
T T

20

Note a: T is the fundemental period of the building,
in seconds, determined by 780 CMR 1612.5.1.2 or
780 CMR 1612.6.4. T, is the fundemental period, in
seconds, of the component and its attachement
determined by 780 CMR 1612.7.4.1

1612.7.4.1 Component period: The

fundamental period of the component and its

K = Slope of theload vs deflection curve (1b./in.)
at the point of loading.

Alternatively, the fundamental period of the

component (T¢), in seconds, shall be determined
by experimental test data or by a properly
substantiated analysis.

1612.7.4.2 Component attachment: Systems,
components and the means of their attachment
shal be designed to accommodate relative
seismic  displacements between points of
support. Displacements at points of support
shall be determined in accordance with
780 CMR 1612.5.5or 1612.6.8. Relative lateral
displacements at points of support shal be
determined considering the difference in
elevation between the supports and considering
full out-of-phase displacements across portions
of the building that are capable of moving in a
differential manner such as at seismic and
expansion joints. Anchor bolts shall be designed
for combined shear and tension. Restraining
devices shall be provided to limit the horizontal
and vertical motions, to prevent component
resonance and to prevent overturning.

1612.7.5 Elevator design requirements. The
design and construction of elevators and elevator
components in buildings assigned to Seismic
Performance Category D or E, in accordance with
780 CMR 1612.2, sndl comply with the
requirementsin Appendix Fof ASME A17.1listed
in Appendix A.
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attachments (T¢), in seconds, shal be
determined by the following formula:

- Wc
T.=03 "
where:
W, = Weight of the component (1bs.).
For stable resilient-mounting attachments:
K = Spring stiffness constant (1b./in.).
For other resilient-mounting attachments:

an area of 2v square feet and shall be so located as
to produce the maximum stress conditions in the
structural members.

Table 1613.1
MINIMUM CONCENTRATED LOADS
Location Load (pounds)a
Elevator machine room grating
(on area of 4 sguare inches) 300
Finish light plate floor construction
(on area of 4 square inches) 200
Garages See 780 CMR 1613.2
Greenhouse roof bars, purlins and rafters 100
Hospitals and ward rooms 1,000
Libraries 1,000
Manufacturing and storage buildings 2,000
Mechanical equipment See 780 CMR 1613.3
Mercantile areas 2,000
Office 2,000
Schools 1,000
Scuttles, skylight ribs and accessible ceiling
ribs and hangers (over an area of one suare 200
inch)
Sidewalks or vehicular driveways subject to 8,000
trucking
Stair treads (over area of 4 sguare inches at 300
center of tread)

Note a: 1 pound = 4.448 N; 1 square inch=645.16
2
mm

1613.2 Garages: Minimum concentrated |oads for
garagesor portionsof buildings occupied for parking
motor vehicles shall be:
1. For passenger cars accommodating not more
than nine passengers, 2,000 pounds (8896 N)
acting on an area of 20 square inches (12900
mn?);
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780 CMR 1614.0 IMPACT LOADS

1614.1 General: The live loads specified in
780 CMR 1606.0 shall be assumed to include
adequate allowance for ordinary impact conditions.
Provisions shall be made in the structural design for
gpecial  occupancies and loads which involve
vibration and impact forces. Where dynamic effects
such as resonance and fatigue are likely to be
important as a result of cyclical loading, a dynamic
analysis shall be carried out.

1614.2 Elevators. Structura supportsfor elevators,
dumbwaiters, escalators and moving walks shall be
designed for the loads and within the limits of the
deflection specified in the Massachusetts State
Department of Public Safety, Board Elevator
Regulations (524 CMR 1.0 through 34.0), listed in
Appendix A. (In accordance with the Regulations,
all suspended elevator |oads shall be increased 100%
for impact.

1614.3 M achinery: For the purposes of design, the
weight of machinery and moving loads shall be
increased as follows to alow for impact:

These percentages shall be increased where so
specified by the manufacturer.

1614.4 Hangers for floors and stairs: Live loads

on hangers supporting floors or stairs shal be
multiplied by an impact factor of 1.33.

780 CMR 1615.0 SPECIAL LOADS

STRUCTURAL LOADS

1615.1 General: Provisions shal be made for all
specia loads herein prescribed and all other special
loads to which the building or structure is subjected.
1615.2 Hydrostatic uplift: All foundation slabs and
other footings subjected to water pressure shall be
designed to resist an uplift equal to the full
hydrostatic pressure. All foundation dabs, footings
and walls of buildings located in flood-hazard zones
(A Zones) and high-hazard zones (V Zones) shall be
designed to resist uplift and lateral loads associated
with hydrostatic pressure resulting from flooding to
the base flood elevation. Counteracting weight shall
be reduced to 0.85 times the actual weight.

1615.3 Hydrodynamic loads: For buildings located
in flood-hazard zones (A Zones) or high-hazard
zones (V Zones), al structural components located
below the base flood elevation shall be designed to
resist hydrodynamic forces resulting from velocity
waters during flooding to the base flood elevation.

1615.4 Partitions and Interior Finish: Partitions,
their components and other interior finish shall have
adequate strength to resist a horizontal load of not
lessthan 5 psf.

1615.5 Guardrails and handrails: All required
guardrails and handrails shall be designed and
constructed to the structural loading conditions set
forth in Table 1615.5. without exceeding the
allowable design working stresses of the materials,
anchorage and connecting devices utilized. The
allowable working stresses shall be as defined by the
appropriate design standard. Each load shall be
applied so asto produce the maximum stressin each
of the respective components.

Each load shall be applied in the direction
indicated in the table. The concentrated load and
uniformly distributed loads need not be applied
simultaneoudly. The loads applied to in-fill areas
need not be applied smultaneoudy with the loads
applied on the top railing.

TABLE 1615.5
LOADS ON GUARDRAILSAND HANDRAILS

Type of Occupancy

Location of Load Type of load

Direction of Load

Magnitude of Load

All

Handrails Concentrated Any

200 Ib.

All avrant cwdlina ninite in
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and similar structures used members

for public assembly

1615.6 Grandstands, stadia and similar structures
shdll be designed to resist, in combination with design
wind loads, ahorizonta swaying load applied parald
to the row of seats of not less than 24 pounds per
lineal foot of seats per row, or in combination with
wind, ahorizontal swaying load applied transversely
of not lessthan ten pounds per lineal foot of seats per
row. Foot boards and seat boards shall be designed
for aminimum vertical load of 120 Ib. per lineal foot.

1615.7 Horizontal crane loads. A lateral force
shall be applied perpendicular (normal) to the span of
runway beams and a lateral force shall be applied
parallel (longitudinal) to the beam span.
(@) Thelateral force acting normal to the runway
shall be applied at the top of the rail, and shall be
20% for power-operated crane trolleys, and 10%
for hand-operated trolleys, of the sum of the
weights of the maximum lifted load and of the
crane trolley. This force shal be distributed to
tributary supporting structural members based on
the relative lateral stiffness of each component
structure supporting the rails.
(b) The longitudinal force acting parallel to the
runway and applied at the top of the rail shall be
10% of the maximum wheel loads of the crane.
(c¢) Reductionsintheseloads may be permitted if
substantiating technical data acceptable to the
building official is provided.
(d) These loads need not be considered in
combination with wind loads.

1615.8 Temperature loads.  Movements, and
forces resulting from restraint of movements,
produced by changes in temperature shal be
considered in the design of buildings and structures.
780CMR 1616.0 COMBINATION OF
LOADS

1616.1 General: Combinations of structural loads
shall be considered in accordance with 780 CMR
1616.0. Liveloads may be reduced as appropriatein
accordance with 780 CMR 1616.0. In addition to
the load combinations listed, the following shal be

dlowable stress design method (also called
working stress design) or the strength design
method (also called limit states design, load and
resistance factor design, or ultimate strength
design). The applicable load combinations given
in 780 CMR 1616.1 shal govern over the load
combinations given in the design standards in
Appendix A.

Exception: Useload combinationsfrom design
standards in Appendix A which do not include
wind or seismic loads, if those combinations
produce a more unfavorable effect in the
structure or foundation.

1616.2 Load Combinations Using Allowable
Stress Design

1616.2.1 Basic Combinations. All loads listed
herein shall be considered to act in the following
combinations, whichever produces the most
unfavorable effect in the building, foundation or
structural member being considered. The most
unfavorable effect may occur when one or more of
the contributing loads is not acting.
1. Dead
2. Dead + floor live + roof live (or snow)
3. Dead + floor live + 0.5 roof live (or 0.5
snow) + wind
4. Dead + floor live + roof live (or snow) + 0.5
wind
5. 0.67 Dead - wind
6. 0.67 Dead - 0.8 seismic
7.Dead + 0.9 floor live + 0.6 snow + 0.8
seismic

1616.3 Load Combinations Using Strength
Design

1616.3.1 Basic Combinations. All loads listed
herein shall be considered to act in the following
factored load combinations, whichever produces
the most unfavorable effect in the building,
foundation or structural member being considered.
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7.1.3 Dead + 1.0 floor live + 0.7 snow + 1.0
seismic
8.(0.90- 0.5Ay) Dead - 1.0 seismic

Exception: The load factor on floor live
load in combinations 3 and 4 shall equal 1.0
1616.4 Amplification of seismic load effects for
gpecial conditions. Seismic load effects shall be
amplified by the factor 2R/5, where 2R/5 shall be not
less than 1.0, in alowable stress design 780 CMR
1616.2.1, and in strength design 780 CMR 1616.3.1
for the following conditions. Note: In alowable
stress design load combinations 6 and 7, the term
“0.8 seismic” shall be replaced by “0.8(2R/5)
seismic”.
1. For computing the design forces in members
such as columns, girders or trusses which support
discontinuous lateral force-ressting e ementswhen
using Load Combination 7 in 780 CMR 1616.2.1
(Allowable Stress Design) or Load Combination 7
in 780CMR 1616.3.1 (Strength Design).
However, the computed forces in such members
need not exceed the capacity of other elements of
the structure to transfer such forces into these
members. The capacity of the other elements to
transfer such forces shall not be less than 1.25
times the computed design strengths of the other
elements.
2. For computing the design forces in members
and connections that do not develop the full
strength of the weaker member connected when
using Load Combination 6 in 780 CMR 1616.2.1
(Allowable Stress Design) or Load Combination8
in 780CMR 1616.3.1 (Strength Design).
However, the design forces need not exceed the
limit determined by the capacity of the foundation
to resist overturning uplift.

1616.5 Counteracting Load: Where the effects of
design loads counteract one another in a structura

STRUCTURAL LOADS

for garages, areas occupied as places of
public assembly, and al areas where the floor
live load is greater than 100 pounds per
sgquare foot.

member or joint, the design shall account for and
shal ensure adequate safety for possible stress
reversals.

1616.6 Stressincreases. All allowable stresses and
soil load-bearing values specified in 780 CMR for
alowable stress design are permitted to be increased
one-third where wind load or selsmic load
combinations are utilized.

1616.7 Crane hook loads are not required to be
combined with the roof live load, nor with seismic
load, nor with more than 0.75 of the snow load or
one-half of thewind load

780 CMR 1617.0 EXISTING BUILDINGS

1617.1 General: The repair, reconstruction,
ateration, addition to or change in use or occupancy
of existing buildings shall comply with 780 CMR 34.

1617.2 Posted live load: When floor live loads
required by the Code have been increased fromthose
heretofore approved for a building or structure in a
particular use group and thereis no change to anew
use requiring greater floor loads than those currently
required for the origina use group, the floors so
affected may be posted for the originally approved
liveloads, provided the building isstructuraly safein
all its parts, is adequate for its existing use, and the
public safety is not endangered thereby.
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